Exhibit 8-2

A/C water treatment system (chemical feed – cfe)

	Preventive Maintenance Requirements

	QTY:  4
	Table Reference: N/A

	Item: Chemical Feed (CFE)
	PWS Para. No: 8.C.4.d(2)

	Coordinate with Water Treatment Service Representative.  Go over test findings and discuss any course of action required (short term and long term).

Check on-site cooling tower conductivity, pH, chemical content (phosphonate scale inhibitor), control limits: conductivity (6000 to 1,200 micromhow/cm)

Visual check for algae, slime, sediment/debris buildup in tower sump.

Check chemical

4a) Pumps should inject chemical upon activation pumps

4b) Injection tubing should be checked for cracks injection

4c) Air in injection tubing should be bleed out.

Check tower controller

5a) Calibrate controller with reliable hand held conductivity tester

5b) Clean sensor probe

5c) Clean solenoid strainer for debris

5d) Make sure solenoid opens and closes on demand


	Frequency

	
	M

W

W

W

W

	Note: None  


Legend

W – Weekly

M – Monthly

Q – Quarterly

S – Semi-Annually

A - Annually
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