Exhibit 8-3

Breath air filter Preventive Maintenance

	Preventive Maintenance Requirements

	QTY: 2
	Table Reference: Table 8-69

	Item: Breathing Air Filters and Dryers
	PWS Para. No: 8.C.4.d(3)

	Check with operating or Area Personnel for any deficiencies.

Start-up air compressor to check operation of breathing air filters.  Have activity run system 4 hours (minimum) prior to servicing/checking filters and dryers.

Check gauges/indicators for proper purifier operation.

Replace all filters and desiccant per manufacturer specification and OSHA requirement.  

Check filter/dryer for air leaks and ensure proper operation.

Clean surrounding area and dispose of spent desiccant and filters. (Note: One unit on 2nd deck – Approx. 200 lbs of desiccant handling).

Report any deficiencies


	Frequency

	
	A

A

A

A

A

A

A

A



	Note: None.


Legend

W – Weekly

M – Monthly

Q – Quarterly

S – Semi-Annually

A - Annually
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