Exhibit 8-5

A/C water treatment system (CHILL WATER SYSTEM - CLW)

	Preventive Maintenance Requirements

	QTY: X
	Table Reference: 8-17

	Item: Chill Water System (CLW)
	PWS Para. No: 8.C.4.d(5)

	Draw a sample of CW System water and perform tests for conductivity, pH, and nitrite (Control Limits) Conductivity – 4,500 maximum, pH – 10.5 to 11.5, Nitrite – 300 to 600 ppm.  Check system for rust/brown sludge in CW System water.

Check system for any leaks.

Look for any moisture/crystallization buildup around pumps/impellers.

Repair as necessary.


	Frequency

	
	Q

Q



	Note: None  


Legend

W – Weekly

M – Monthly

Q – Quarterly

S – Semi-Annually

A - Annually
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