Table 8-61

FACILITIES REQUIRING CONTINUOUS A/C AND/OR REFRIGERATION


Facilities defined below are considered critical facilities.  All facilities, either in part or as a whole, require a continuous supply of air conditioning/refrigeration. Also listed below are critical equipments located in the applicable facilities.
	Bldg/Facility No.
	Description
	A/C /Refrigeration Requirement
	Critical Equip Number

	Hanger 105
	Maintenance Hanger/Control Tower
	A/C in Control Tower
	0105AHU-T01

0105CON-T01

0105PKU-T01



	Bldg. 144
	Refer Sat Mess Facility
	Refrigeration System
	0144WIC-R01

	Bldg. 208
	PEMCO/ADP Equipment Storage/Ration Storage
	A/C in computer room
	0208AHU-001

0208CAH-001

	Bldg. 504
	Kansas Tower
	A/C in computer room
	

	Bldg. 505
	Base Communication Information Building
	A/C for entire building
	0505AHU-001

0505CAC-001

0505CAH-001

0505CAH-002

0505COM-001

0505CON-002

0505DAC-001

0505DAC-002

0505PKU-001



	Bldg. 1089
	Messhall/Galley/Warehouse
	Refrigeration System
	1089WIC-R01

1089WIC-R02

1089WIC-R03

1089WIC-R04

1089WIC-R05

1089WIC-R06

1089WIC-R07

1089WIF-R01

1089WIF-R02



	Bldg. 1090
	Exchange Retail Store/Service Outlets
	Refrigeration System
	

	Bldg. 1255
	Exchange Cafeteria
	Refrigeration System
	1255WIC-R01

1255WIC-R02

1255WIF-R01

	Bldg. 4041
	Flight Training Facility
	A/C for entire building
	4041AHU-001

404PUR-001



	Vans 4091
	Radar Approach Facility
	A/C for entire building
	4091PKU-001

4091PKU-002

4091PKU-003



	Bldg. 5030
	Air Surveillance Radar Facility
	A/C for entire building
	5030PKU-001

5030PKU-002



	Bldg. 6003
	Special Compartmented Information Facility
	A/C for entire building
	6003AHU-001

6003AHU-002

6003CON-001

6003CON-002



	Bldg. 6468
	Navy Operations/Training Facility
	A/C for equipment room/flight simulators
	6468AHU-001

6468AHU-002

6468CAH-003

6468CAH-004

6468CAH-007

	Bldg. 6470
	Tactical Support Facility
	A/C for entire building
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