ANNEX 10a

ELECTRICAL DISTRIBUTION SYSTEMS

	ITEM NO.
	CONTRACT REQUIREMENTS
	RELATED REQUIREMENTS OR INFORMATION
	ESTIMATED QUANTITY
	PERFORMANCE STANDARD



	10a.C
	PERFORMANCE REQUIREMENTS
	
	
	

	10a.C.1
	EMERGENCY SERVICE WORK
	
	
	

	10a.C.1.a
	Respond to and execute electrical distribution emergency service work.
	Be on-site and commence work within 15 minutes during normal working hours and 2 hours outside of normal working hours from the time the work is received. Emergency service work shall be worked on until the emergency condition is arrested and the hazardous condition no longer exists.

Section J, Attachment J-C3 provides a listing of the types of service call work performed under this contract.
	31 emergency service work per year.
	A. Work responded within time required, 95% of the time.


B. Proper procedures/regulations followed 100% of the time.

	10a.C.2
	URGENT SERVICE WORK
	There are no urgent service work requirements for this annex.
	
	

	10a.C.3
	ROUTINE SERVICE WORK
	
	
	


Routine service work shall be responded to within 4 working days and completed within 12 working days of receipt. Routine service work shall normally be accomplished during regular working hours, Monday through Friday, excluding holidays. 

	Section J, Attachment J-C3 provides a listing of the types of service call work performed under this contract. 
	336 routine service work per year.
	A. Work performed/completed within time required 95% of the time. 

B. Proper procedures/regulations followed 100% of the time.

	10a.C.4
	RECURRING, PERFORMANCE SPECIFICATIONS, AND MANDATORY PREVENTIVE MAINTENANCE WORK
	
	
	

	10a.C.4.a
	RECURRING WORK
	There are no recurring work requirements for this annex.
	
	

	10a.C.4.b
	PERFORMANCE SPECIFICATION – SYSTEMS AND EQUIPMENT SUBJECT TO THE $10,000 LIABILITY
	
	
	

	
	The following systems and equipment are considered important and deserving of careful consideration of a thoughtful PM program.  However, the systems and equipment below do not have a mandatory PM requirement.  Unless otherwise indicated, the performance standard for each system or equipment is 100% operational or no significant impacts to customers or the Base, and known deficiencies have planned corrective action 100% of the time.
	The Service Provider shall be responsible for the first $10,000 (labor and non-labor) of repair for each occurrence of system, component, or equipment failure.
	
	


A. No transformers/primary switch gear leaking without proper remediation actions being taken.                             


B. Maintain structural integrity of all electrical distribution components, i.e. no holes in the transformer housing and safe to the public, no corrosion on battery terminals, etc.

	C. No incidents of breach of security. Ensure all electrical distribution equipment is secured to prevent access by unqualified personnel.
	Tables 10a-6 and 10a-7
	A. Meets requirements 100% of the time.

	10a.C.4.b(2)
	Substation Batteries, Chargers, and Automatic Transfer Switch.
	Nothing additional.
	Table 10a-3
	Nothing additional.

	10a.C.4.b(3)
	Substation Breaker and Cubicle 
	Nothing additional.
	Table 10a-4
	Nothing additional.

	10a.C.4.b(4)
	Substation Relays 
	Nothing additional.
	Table 10a-5
	Nothing additional.

	10a.C.4.c
	PERFORMANCE SPECIFICATION 
	
	
	

	
	The following systems and equipment are considered important and deserving of careful consideration of a thoughtful PM program. However, the systems and equipment below do not have a mandatory PM requirement. Unless otherwise indicated, the performance standard for each system or equipment is 95% operational, and known deficiencies have planned corrective action 100% of the time.
	The systems and equipment listed in this section are not part of the $10,000 liability threshold.
	
	

	10a.C.4.c(1)
	Utility Poles
	Nothing additional.
	Table 10a-8
	Nothing additional.

	10a.C.4.d
	MANDATORY PREVENTIVE MAINTENANCE
	There are no mandatory PM requirements for this annex.
	
	

	10a.C.5
	OPERATIONS
	
	
	

	10a.C.5.a
	Operate electrical power transmission and distribution systems. The operation includes, but is not limited to operational testing; measuring, recording, and reporting of operating data (e.g., voltage, current, etc.). System operating 24 hours a day, 7 days per week.
	Maintain the standard voltages under steady state conditions in accordance with Standard 141-1976, IEEE. Recommended Practice for Electrical Power Distribution for Industrial Plants. 

Tolerance percentage is plus or minus the specified voltage with a total tolerance range being 5%.

Keep loading-on distribution feeders and feeders from switching stations to main switching station to HECO substation balanced, including total load to phase-to-phase loading.

On unplanned power outages, perform switching for hook-up of emergency generators to prevent feedback on high voltage. 

Maximum unscheduled interruption duration shall be 190 minutes per occurrence.
	MCBH - Kaneohe Bay Electrical Distribution System. Exhibit 10a-1
	A. System up 99% of the time.


B. Voltage kept within stated tolerance 100% of the time.


C. Unscheduled outage interruption duration below the requirement 99% of the time.



Planned outages shall be limited to a maximum of 8 hours, unless approved by the ACO.



	C. Meet related requirements 100% of the time.

	10a.C.5.c
	Central Work Filing System. Maintain central work files, including but not limited to corrective and preventive maintenance reports, outage reports, data requirements, visual charts, and other pertinent/applicable correspondence/reports. Maintain sets of O&M manuals as provided by the Government (Maintenance Control Division).
	Nothing additional.
	Approximately 300 operator's manuals.
	A. Files complete and up-to-date 95% of the time.

	10a.C.6
	OTHER REPORTING REQUIREMENTS
	
	
	

	10a.C.6.a
	Outage Log. Maintain records or logs of all system outages. Document corrective actions and repairs accomplished. Keep records in permanent form.
	See CDRL 10a-1. 

A. Entry made on day of outage.

B. Information accurate and complete.
	1 report per occurrence.
	A. Meets requirements 100% of the time.

	10a.C.6.b
	Utilities Connection/Outage Request. Submit request for each occasion electrical service will be interrupted on a planned basis.

	See CDRL 10a-2.
	1 report per occurrence.
	A. Document accurate/complete and submitted within required time 100% of the time.

	10a.C.6.c
	Unscheduled Utility Disruption SITREP. Submit a report each time electrical power disruption is the result of an incident or malfunction within the Electrical Distribution System as defined in paragraph 10a.A.2.a.  
	See CDRL 10a-3.
	1 report per occurrence.
	A. Report accurate and submitted within time required 100% of the time.

	10a.C.6.d
	Hazardous Chemical Storage Inventory Monthly Report.
	See BaseO 6280.8 for more information and CDRL 10a-4.
	1 report per month.
	A. Report accurate and submitted within time required 100% of the time.

	10a.C.6.e
	Waste Accumulation Turn-In Document. The document records the contents of the hazardous waste container.
	See BaseO 6280.8 for more information and CDRL 10a-5.
	1 report per occurrence
	A. Report accurate and submitted within time required 100% of the time.

	10a.D
	WATCHSTANDING REQUIREMENTS
	There are no watchstanding requirements for this Annex.  
	
	

	10a.E
	INDEFINITE QUANTITY REQUIREMENTS
	
	
	

	10a.E.1
	Specific Work. Respond to and execute electrical distribution specific work.
	Historical information can be found in the Technical Library.
	See Schedule B
	A. Work performed/completed within time required.

	10a.F
	Not Used.
	
	
	

	10a.G
	MATERIALS AND EQUIPMENT
	
	
	

	10a.G.1
	GOVERNMENT FURNISHED MATERIAL (GFM)
	Nothing additional
	See Table 10a-10
	

	10a.G.2
	GOVERNMENT FURNISHED EQUIPMENT (GFE)
	Nothing additional
	See Table 10a-9.
	

	10a.G.3
	SERVICE PROVIDER FURNISHED MATERIAL 
	
	
	

	10a.G.3.a
	Inventory. Provide all materials and supplies necessary to perform the work in this Annex.
	Nothing additional.
	Average of $145,869/year.
	

	10a.G.4
	SERVICE PROVIDER FURNISHED EQUIPMENT 
	
	
	

	10a.G.4.a
	Inventory. Provide all equipment not otherwise provided as GFE required to comply with the provisions of this Annex.  The Service Provider is responsible for replacing Service Provider-Furnished equipment.
	Title to all Service Provider-furnished equipment remains with the Service Provider.
	Nothing Additional.
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