Exhibit 10b-2

WATER DISTRIBUTION SYSTEM BOUNDARIES
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Where a water meter serves the connection, the Utility Boundaries (UB),  will be at the outlet flange of the meter.

Where there is no water meter for the individual service connection, the UB will be at the outlet of the curb stop.

Where a service connection has neither a meter nor a curb stop, the UB will be at the outlet of the building/facility system’s shut-off valve closest to the main.

The UB for connections without a water meter, a curb stop, or an exterior shut-off valve will be 5-feet from exterior wall of building or structure.

There are several clarifications and exceptions related to water:

When the UB is designated at the outlet flange/connection of a water meter, the meter box/vault shall be considered within the UB and the responsibility of the Contractor. 

Building 5014 (Chlorine/Fluoride), Building 1296 (Pump Station), and Building 6084 shall be considered within the UB and the responsibility of the Contractor.

Reservoirs 549, 550, 4087, 1519 and 1643 shall be considered within the UB and the responsibility of the Contractor. 
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