Table 10b-7

POTABLE WATER QUALITY STANDARDS


Measurable Output


Unit of Measure

Performance Level










     (# of units)


INORGANIC CHEMICALS





MAX. ALLOWABLE

	Lead
	mg/l
	0.050


ORGANIC CHEMICALS





MAX. ALLOWABLE

	TTHM
	(g/L
	100.00


MICROBIOLOGICAL
(coliform)

NOTE (1)

       NOTE (1)

(1) Membrane Filter Technique or

(2) Fermentation Tubes with 10ml Standard Portions; 5 – tube MPN.

Chlorine Residual
mg/L
0.2 (min. allow)
Flouride




mg/L


      0.7 - 1.2 (Note 2)

Copper
mg/L
1.3 


pH
8.1

--------------------------------------

Note (1): Obtain values from 40 CFR 141.14 and 141.21 for: (a) Membrane Filter Technique and (b) Fermentation tubes with 10ml standard portions; 5-tube MPN.

Note (2): Optimum concentrations depending upon maximum average daily temperature as recommended in NAVMED P-5010, Chapter 5, Section 5-34.

N62742-01-R-1100
J-C Annex 10b
Page 1 of 1

