Table 10c-8

LIQUID STREAM SAMPLING LOCATION AND FREQUENCY SCHEDULE


MCBH KANEOHE BAY – WASTEWATER TREATMENT PLANT

	PARAMETER
	SAMPLE TYPE
	SAMPLE VOLUME
	INFLUENT
	PRIMARY

INFLUENT
	RECIRC.

FLOW
	PRIMARY

EFFLUENT
	FILTER

EFFLUENT
	SECONDARY

EFFLUENT
	FINAL 

EFFLUENT
	R2-Water
	EFFLUENT

WEIR

	FLOW
	CONT. MEASRD
	MGD
	
	D*
	D
	
	
	
	D*
	D
	D

	BOD (2)
	COMPOS
	AS CALCTD
	5X/MO.*
	
	
	AS REQD
	
	AS REQD
	5X/MO.*
	
	

	TSS (2)
	COMPOS
	AS CALCTD
	5X/MO.*
	
	
	AS REQD
	
	AS REQD
	5X/MO.*
	
	

	SETT. SOLIDS
	DISCRT
	1000 ml
	W
	
	
	
	
	
	W
	
	

	TEMPERATURE
	DISCRT
	250 ml
	W
	
	
	
	
	
	W
	
	

	PH
	DISCRT
	250 ml
	W
	
	
	
	
	
	5X/MO.*
	
	

	TOTAL COLIFORM
	DISCRT
	250 ml
	
	
	
	
	
	
	
	5X/MO.

(1)
	

	OIL & GREASE (2)
	DISCRT
	1000 ml
	
	
	
	
	
	
	5X/MO.*
	
	

	ENTEROCOCCUS (2)
	DISCRT
	250 ml
	
	
	
	
	
	
	5X/MO.*
	
	

	BIOMONITORING (2)
	COMPOS
	4 Liter
	
	
	
	
	
	
	M*
	
	

	CYANIDE (2)
	COMPOS
	1000 ml
	
	
	
	
	
	
	M*
	
	

	NITRATE/ NITRITE (2)
	COMPOS
	1000 ml
	
	
	
	
	
	
	M*
	
	

	PHOSPHOROUS (2)
	COMPOS
	1000 ml
	
	
	
	
	
	
	M*
	
	

	PRIORITY POLLUTANT(2)
	COMPOS
	4 Liter
	
	
	
	
	
	
	A*
	
	

	CHLORINE RESIDUAL
	CONT. MEASRD
	mg/l
	
	
	AS REQD
	AS REQD
	AS REQD
	
	AS REQD
	5X/MO.
	

	CHLORIDE(2)
	COMPOS
	AS CALCTD
	AS REQD
	
	
	
	
	
	AS REQD
	
	

	DISSOLVED OXYGEN
	DISCRT
	300 ml
	
	
	AS REQD
	
	AS REQD
	
	AS REQD
	
	


*    -- NPDES Monitoring Requirement

(1) -- Use Thio Bag

(2) -- Testing performed by PWC Pearl Harbor.

Legend:






Note: See NPDES Permit for details of requirements.

D = Daily

W = Weekly

M = Monthly

A = Annual

DISCRT = Discrete/Grab

COMPOS = 24-hour Composite
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